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three inches = one foot

one and one half inches = one foot

one half inch = one foot three quarters inch = one foot one inch = one foot

three eighths inch = one foot

one quarter inch = one foot

one eighth inch = one foot

6”

16

1 2 3 4 5 7 8 | 9
GENERAL NOTES
1. ALL (E) PLUMBING FIXTURES, ASSOCIATED FLUSH VALVES, AND
STOP VALVES TO REMAIN.
| ] ] | | | ] | 2. ALL (E) ABANDONED PIPING INSIDE (E) WALLS FROM PREVIOUS
|| B RENOVATION PROJECTS TO BE DEMOLISHED.
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@ \ —(E)1 1/2"CW &@
p “ & 3/4"HW N (1) (E) DOMESTIC COLD, HOT, AND HOT WATER RETURN RISERS
D P J - ) TO BE DEMOLISHED.
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% ALRTR T | | 17HW, (2) (E) SUPPLY PIPING AND ASSOCIATED VALVES
\ ! | I & 3/4"HWR OVERHEAD /ABOVE CEILING TO BE DEMOLISHED.
E)1 1/4"CW,—— | C
© §)HW 4 \1 O\ - %{ (3) DISCONNECT (E) SUPPLY PIPING FROM (E) FIXTURE FLUSH
& 3/4”HWR b\ X | 8 —(®1 1/47cw, (D) VALVES AND STOP VALVES. DEMOLISH ALL (E) PIPING,
AL L) L2 ﬂ q & f iU x J\ XJ\H 1”HW, SHUT—OFF VALVES, AND WATER HAMMER ARRESTERS. (E)
7 W N 5555 | | B ] | ! | | 1 & 3/4"HWR RESTROOM FIXTURES, VALVES, AND TRIMMINGS TO REMAIN.
@ ©1 1/47cw g/ BN Oy DEN 1/2°CW, ATHW (%) DISCONNECT AND DEMOLISH (E) SUPPLY PIPING AND
e ’ Dt ’ & 3/4"HWR PO ASSOCIATED VALVES FROM (E) DRINKING FOUNTAIN.
THN ; AN 4 DRINKING FOUNTAIN TO REMAIN.
/4"HWR — ) e - : — N/ — 5 T O 7 |
B = \. ] \ e / \ \ \&<;§ % \ (5) DEMOLISH (E) SUPPLY PIPING AND ASSOCIATED VALVES
o ) g @_/ -y FROM THE (E) FIRE HOSE CABINET. (E) FIRE HOSE CABINET
I ( : AL I AN TO REMAIN.
2: C I 8 ol B /
. /‘ /1
\ 5 D~ ] ; SK%Q / [ \@fz
' Bkizzzz~ 4 * s
— = = i — —— — 1\ P — e WWiae(zzsq aadad
M o N — — oY 5 ;
€)1 /%fwiw’ W1 1270w, N—(E)1 1/27CW, 3/47HW, : :
3/4"HW, & 3/4"HWR
/ ™ & 3/4"HWR ©)
] I ] |
] I I T‘ ‘j |
ﬁ“j ﬁH/ﬁ E
I I i i KEY PLAN
I m— I — I e e I e I |
F
i
PLUMBING SECOND FLOOR DEMOLITION PLAN
1 SCALE: 1/8" = 1'-0" 0 4’ 8’ 16’
(™ ™ ey | \
100% CD SUBMITTAL 08/05/15 . [Drawing Title Project Titie [Project Number
ARCHITECT/ENGINEERS/CONSULTANTS: PLUMBING SECOND FLOOR CORRECT POTABLE WATER || 691-5-115-WL
VA PROJECT ENGINEER (138E) CHIEF, OCCUPATIONAL SAFETY AND HEALTH (130) Oﬁlce of
DEMOLITION PLAN DEFICIENCIES - BULDING 256/257 | jaiding Namber .
A 1D s c h w a h 2581957 Facilities =
g CHIEF, PROJECT SECTION (138E) CHIEF, ENV. MANAGEMENT DEPT. (137) . . Mana ement =
D Engineering & Management Lo e VAL CENTER o [Prawing Number . 0
4 D, A Certified SB/DVBE Firm CHIEF, MAINT. & OPERATIONS OFFICE (138F) DIR., FACILITIES MANAGEMENT (10A4) ASSOCIATE DIRECTOR, ADMINISTRATION & SUPPORT SERVICES (10A) = = e 256_PD202 2
£ B35.500.3823 1: 626.463.2730 wirw schwabeng com ° ': [ " QR  Departmentof 2
Revisione Date Project No.; 021518200 CHIEF, ENGINEERING DEPT. (138) CHIEF_OF STAFF (1) DIRECTOR (00) APFL 1, 208 WM LC Dwg 5 of 20 Veterans Affairs —  }3
VA FORM 08-6231, OCT 1978 T
2 3 4 5 6 | 7 | 9 |



	B256-PD202
	Layout1


